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Parameter Violation Level Detected Unit Measured MCLG MCL Possible Source

Copper (2021) No 90th% = 0.145 ppm 1.3 AL = 1.3 Corrosion of household plumbing 
systems.

Lead (2021) No 90th% = 0.0 ppb 0 15 Corrosion of household plumbing
systems.

(measured as Nitrogen)
(2021)

No Highest = 0.69
Range = 0.69-0.69 ppm 10 10 from septic tanks, sewage, erosion or 

natural deposits.

*Flouride (2021) No Highest = 0.85
Range = 0.85-0.85 ppm 4 4

Erosion of natural deposits; water
additive which promotes strong

teeth; discharge from fertilizer and
aluminum factories.

Total TTHM’s
(2021) No

Highest Locational
Running Annual
Average = 64.7

Range = 38.2-64.7

ppb N/A
Locational

Running Annual
Average = 80

Compounds formed during
chlorination by reaction with natural

organic materials in the water.

HAA’s (2021) No

Highest Locational
Running Annual
Average = 28.1

Range = 7.1-28.1

ppb N/A
Locational

Running Annual
Average = 60

Compounds formed during
chlorination by reaction with natural

organic materials in the water.

Total Organic Carbon
(2021) No

Lowest Running Annual
Average = 1.2

Range = 1.2-1.2
Ratio N/A Running Annual

Avg.> 1.0 Ratio
Breakdown of natural organic

materials, such as leaves, in the water.

Chlorine (2021) No
Highest Running Annual

Average = 0.60
Range = 0.60-0.60

ppm 4.0 4.0 Disinfectant added to drinking water
to kill germs.

Turbidity (2021) No

Highest Single
Measurement = 0.989

98.1% Lowest Monthly % N/A
Less than 1 NTU at
any time and 95%
less than 0.3 NTU

Measurements of the clarity of
drinking water.

Total Coliform Bacteria
(2021) No Total Coliform Positive (0)

E-Coli Positive (0) #Colonies/100 mL 0 1 Natural presence in the enviornment.

*Fluoride (City of
Newberry) (2021) No Highest = 0.78

Range = 0.78-0.78 ppm 4 4 additive which promotes strong
teeth; discharge from fertilizer and

aluminum factories.

Nitrate (City of Newberry)
(2021) No Highest = 1.7

Range = 1.7-1.7 ppm 10 10 from septic tanks, sewage, erosion of
natural deposits.
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NCWSA has monthly Board meetings on the third 
�ursday of each month at 5:00 PM at 13903 C.R. 
Koon Highway Newberry, SC 29108. Our monthly 
Board meetings are open to the public.

A Watershed Water Quality Assessment has been prepared for 
the Saluda River Basin. �is Assessment is available at 
http://newberrycountywsa.com/documents/1383/saludariver.pdf. 
If you have any questions about this report, please contact 
NCWSA at (803) 276-7020.


